Request for Information/

Design Clarification/Variation Request

SCL, Construction Management

RFI/DCVR No.:
1
Reference No.:
Enter number if needed
Date:
12/19
Contract Name:
Gorge Inn Renovation
PW No.:
2011-048
Contractor:
Biwell Construction Inc.
Contractor Representative:
MW
Response Requested By:

Nature of Work:
Enter description
Reference Drawings:
Enter number
Reference Specification:
00 72 00 1.08 B 4&5 (added by TL)
Bid Items:
Enter number
Description: We want to work from 7 am to noon, lunch from noon to 1 pm, then work from 1 pm to 4 pm Monday through Friday. Please confirm.
Engineer’s Response:
Work hours from 0700-1200, and 1300-1600, are acceptable and will be identified as the normal hours of work as referenced in Section 00 72 00 1.08 B. 4.  The Contractor is advised that if any work is performed between 1200-1300, the identified lunch period, this Work will be considered in excess of the established normal hours of Work and will be considered overtime Work.  The Owner will exercise the option to seek reimbursement as noted in Section 00 72 00 1.08 B 5.
	BY:
	Tim Lorkowski
	DATE:
	December 19, 2011


 THIS IS NOT AN AUTHORIZATION TO PROCEED WITH WORK INVOLVING ADDITIONAL COST AND/OR TIME.  Notification must be given in accordance with the Contract Documents if any clarification, variation or Engineer’s response causes any change to the Contract.
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